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(OPEN) A

(CLOSE) B

SV-1A
SV-2A
(FRONT TOWERS)

INLET BUTTERFLY
VALVE ACTUATOR
TOWER A
FRONT TOWER

INLET AR

FROM DISCHARGE

PIPING

£ SV-1B
2 SvV-28
(REAR TOWERS)

NEEDLE VALE AND
ADAPTER SUPPLIED

WITH DRYER ASSEMBLY
(TYP 4—PLACES) SEE
NOTES FOR VALVE SETTING

NOTE: FLOW DIRECTION
THROUGH NEEDLE VALVE
TO BE AS SHOWN (TYP)
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PURGE VALVE
ACTUATOR
TOWER A

FRONT TOWER

VENT PLUG, SUPPLIED
WITH DRYER ASSEMBLY
(TYP)

OUTLET

.
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PURGE VALVE
ACTUATOR
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REAR TOWER

A (OPEN)

B (CLOSE)

INLET BUTTERFLY
VALVE ACTUATOR
TOWER B
REAR TOWER

NOTES:
1. NEEDLE VALVE SETTING INSTRUCTIONS
1. ADJUST VALVE TO FULL OPEN.
2. CLOSE KNOB 2 FULL TURNS.
3. LOCK ADJUSTMENT KNOB WITH LOCK COLLAR.
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